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SIGNAL WIRE AND ERT
TO REMAIN ACCESSIBLE

NOTES:
. 3/4" YOKE IS 16" WIDE.

. 1" YOKE IS 18" WIDE.

. ALL VALVES MUST BE ACCESSIBLE FROM OPENING.
. METER TO BE CENTERED IN OPENING.

. NO BLACK IRON DISTANCE PIECES.

. NO TEFLON TAPE OR PIPE DOPE.
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METER OPENING SHOULD BE A
/ REMOVABLE PANEL OR OPENING DOORS
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TYPICAL INSIDE SETTING FOR
3/4” AND 1" METER WITH AMR
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